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ПОРІВНЯННЯ МАЙСТЕР КРИВОЇ З НОРМАТИВНИМ МЕТОДОМ ОЦІНКИ 

В'ЯЗКОСТІ РУЙНУВАННЯ МЕТАЛУ КОРПУСУ РЕАКТОРА ВВЕР-1000 

 

У роботі розглянуто узагальнену температурну залежність коефіцієнта інтенсивності напружень KJC для 

металу корпусу реактора ВВЕР-1000, що отримана за результатами випробувань зразків-свідків на в’язкість 

руйнування. Досліджено узгодженість форми Майстер кривої та її 95 % верхньої та нижньої довірчих границь з 

експериментальною залежністю параметрів тріщиностійкості від температури. З точки зору рівня консерватиз-

му та прийнятності проведено порівняння нормативних кривих тріщиностійкості за ПНАЕ Г-7-002-86 та СОУ 

НАЕК 177:2019 з 5 % довірчою границею Майстер кривої. Розглянуто можливість щодо використання темпера-

тури RТ0 як температурного індексу замість ТК для нормативної кривої тріщиностійкості СОУ НАЕК 177:2019.  
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COMPARISON OF МАSTER CURVE WITH NORMATIVE METHOD 

OF ESTIMATING WWER-1000 REACTOR PRESSURE VESSEL 

METAL FRACTURE TOUGHNESS 

 

The paper considers the generalized temperature dependence of the stress intensity factor KJC in the WWER-1000 

reactor pressure vessel metal, which was derived based on the surveillance test data for fracture toughness. The 

consistency of the shape of the Master curve and 95 % upper and lower confidence bounds with the experimental 

dependence of crack resistance parameters on temperature was studied. From the point of view of the level  

of conservatism and acceptability, a comparison of the normative curves of fracture toughness according to NPRR 

(Nuclear Power Rules and Regulations) G-7-002-86 and SOU NNEGC (Standard of organization of Ukraine, National 

Nuclear Energy Generating Company) 177:2019 with a 5 % confidence bound of the Master curve was carried out. The 

possibility of using RT0 temperature as a temperature index instead of TK for the normative fracture toughness curve of 

SOU NNEGC 177:2019 was considered. 

Keywords: WWER-1000 reactor pressure vessel, 15X2NMFA-A steel, surveillance specimens, radiation 

embrittlement, critical brittleness temperature, fracture toughness, Master curve. 
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